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February 24, 2003 #03-01

Mr. Scott Negley
Product Manager, Forecourt Systems
Dresser Wayne, Dresser Inc.
3814 Jarrett Way
Austin, Texas 78728

Dear Mr. Negley:

Thank you for your letter dated January 8, 2003, requesting California Air Resources
Board (ARB) approval of an extended reach hose configuration for the Ovation
Series multi-product fuel dispensers equipped with WayneVac (vacuum assist) vapor
recovery systems.  The extended reach hose configuration has previously been
approved by ARB for use on the Vista series dispensers equipped with WayneVac
vapor recovery systems.  See Figure 1 and 2 for an illustration of the Ovation with the
extended reach option.

Based upon the information provided, ARB has determined that the extended reach
hose configuration installed on the Ovation series dispenser with the WayneVac vapor
recovery system will not adversely affect the performance of the vapor recovery system.
Therefore, the extended reach configuration is approved under following conditions:

1. The extended reach hose configuration is approved for Ovation dispensers equipped
with “WayneVac” (vacuum assist) vapor recovery systems only.  The extended
reach option is not approved at this time for Ovation dispensers equipped with
balance vapor recovery systems.

2. The extended reach option is not approved for the Ovation dispensers equipped with
more than one hose per dispenser side.  For example, the “3+1 option” (one
gasoline hose plus one diesel hose) is not approved with extended reach
configurations.

3. The length of the hose which may be in contact with the island and/or ground when
the nozzle is properly mounted on the dispenser is limited to six inches (6”).

4. The maximum length of the hose shall not exceed fifteen feet (15’).
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Extended Reach Option for Wayne Ovation Series with Wayne Vac Vapor Recovery

Figure 1: Front View  Figure 2: Isometric View


